
STATEMENT OF ENERGY PERFORMANCE

Museum of the Rockies Date: 8/10/2018

600 Kagy Boulevard Year Built: 1987

Bozeman MT  59717

Baseline: 2012 12/31/2013 Current:

Energy Date: 12/31/2007 12/31/2012 12/31/2013 12/31/2017

Energy Star Score: N/A N/A N/A N/A

Gross Floor Area: 97,724 97,724 97,724 97,724 Sq. Ft.

Heating Degree Days 7,094 7,500 8,220 8,315

Cooling Degree Days 591 314 297 340

Reported Annual Energy Use:

Site Energy Use: 6310.85 5472.91 5433.04 4824.17 MBTU

Site EUI: 64,578 56,004 55,596 49,365 BTU/ft
2

Electricity: 1,841,591 1,599,447 1,589,411 1,411,408 kWh

Max Electric Demand: 363 326 328 296 kW

Natural Gas: 273 156 100 84 Therms

Reported Annual Energy Cost:

Electricity Cost: $146,701 $143,332 $148,950 $141,443

Electric Demand Cost: $31,677 $31,170 $32,059 $31,178

Natural Gas Cost: $707 $547 $551 $442

Energy Cost/ft
2

$1.508 $1.472 $1.530 $1.452

Weather Normalized Energy Use:

Site Energy Use: 6304.99 5472.91 5433.04 4824.17 MBTU

Site EUI: 64,518 56,004 55,596 49,365 BTU/ft
2

Electricity: 1,839,873 1,599,447 1,589,411 1,411,408 kWh

Natural Gas: 273 156 100 85 Therms

National Median Energy Use:

Site Energy Use: 2656.41 2653.78 2651.99 2651.84 MBTU

Site EUI: 27,183 27,156 27,138 27,136 BTU/ft
2

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Direct Emissions: 1.5 0.8 0.5 0.4

Indirect Emissions: 763 662.7 658.5 584.8

Total Emissions: 764.4 663.5 659 585.2

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):

Total Emissions: 321.8 321.7 321.7 321.7

% Difference from National Median:

Site EUI: 137.57 106.23 104.87 81.92

Total Emissions: 137.54 106.25 104.85 81.91

Adjusted Energy Based on Current Year:

Site Energy Use: N/A N/A N/A N/A MBTU

Site EUI: N/A N/A N/A N/A BTU/ft
2

% Difference Adjusted Site Energy Use

2012 to Baseline N/A

2013 to Baseline N/A

Current to Baseline N/A

Current to 2013 N/A


